
VARIES

1/2
"

2"

5/8" GYPSUM WALL BOARD

PROVIDE GALVANZIED
METAL STUD HEADER
ACROSS OPENING

CONTINUOUS
SEALANT (ALL SIDES)

PAINTED HOLLOW
METAL FRAME

DOOR AS SCHEDULED

INSULATION AS SCHEDULED
FOR WALL TYPE

VA
RI

ES

2" 1/2"

5/8" GYPSUM WALL BOARD

PROVIDE GALVANZIED METAL
STUDS AT JAMB

CONTINUOUS
SEALANT (ALL SIDES)

PAINTED HOLLOW
METAL FRAME

DOOR AS SCHEDULED
INSULATION AS SCHEDULED FOR
WALL TYPE

JAMB ANCHORS - 3 PERS IDE
(MINIMUM)

5 3/4" EQ.

5/8" TYPE "X" GYPSUM WALL BOARD
ON GALVANIZED METAL FURRING AS
SCHEDULED FOR WALL

PT WOOD BLOCKING

CONTINUOUS
SEALANT (BOTH SIDES)

PAINTED HOLLOW
METAL FRAME

DOOR AS SCHEDULED

GROUT FILL FRAME
SOILD

CMU AS SCHEDULED

EQ.

EQ
.

EQ
.

5/8" TYPE "X" GYPSUM WALL BOARD ON GALVANIZED
METAL FURRING AS SCHEDULED FOR WALL

CONTINUOUS
SEALANT (ALL SIDES)

PAINTED HOLLOW
METAL FRAME

DOOR AS SCHEDULED

GROUT FILL FRAME SOILD

CMU AS SCHEDULED

PT WOOD BLOCKING

WIRE MASONRY ANCHOR @ JAMB - 3
PER SIDE (MINIMUM)

BRICK VENEER

MORTAR MESH
R-10 RIGID INSULATION

CONTINUOUS THRU-WALL FLASHING W/ WEEP
HOLES @ 24" O.C. TURN UP WALL 8" MINIMUM
AND INTO MASONRY COURSING.  EXTEND 8"
BEYOND JAMB EA. SIDE AND PROVIDE END
DAMS

GALVANIZED STEEL ANGLE, PAINTED - SEE
STRUCTURAL
CONTINUOUS SEALANT

AIR SPACE

FLUID-APPLIED AIR MOISTURE BARRIER

8X8X16 NOMINAL CMU - SEE
STRUCTURAL

CONTINUOUS SEALANT

PT SHIM AS REQUIRED

SELF-ADHERED MEMBRANE FLASHING,
TURN INTO OPENING HOLLOW METAL DOOR FRAME, PAINTED,

GROUT FILL SOLID
DOOR AS SCHEDULED

4"

1'-4"

8 3/8"7 5/8"

1 1/4"

5 3/4"

CONTINUOUS SEALANT

SELF-ADHERED MEMBRANE FLASHING,
TURN INTO OPENING

DOOR AS SCHEDULED

CONTINUOUS SEALANT

BRICK VENEER RETURN

GALV. METAL MESH TIES @ 16" O.C.
BRICK VENEER

AIR SPACE

R-10 RIGID INSULATION

FLUID-APPLIED AIR MOISTURE
BARRIER

JAMB ANCHOR - 3 PER SIDE (MINIMUM)

HOLLOW METAL FRAME, PAINTED,
GROUT FILL SOLID

1 1
/4"

8X8X16 NOMINAL CMU - SEE
STRUCTURAL

1'-
4"

8 3
/8"

7 5
/8"

2"

6"

5/8" GYPSUM WALL BOARD

CONTINUOUS
SEALANT (ALL SIDES)

PREFINISHED TRANSOM
AUTOMATIC DOOR SYSTEM 4"

STEEL TUBE -
SEE STRUCTURAL

PREFINISHED ALUMINUM AUTOMATIC
DOOR SYSTEM

FLOOR AS SCHEDULED

CONCRETE SLAB, SEE STRUCTURAL

ALUMINUM FLAT SERRATED THRESHOLD
SET IN FULL BED OF SEALANT WALK OFF MAT

PREFINISHED ALUMINUM AUTOMATIC
DOOR SYSTEM

5/8" GYPSUM WALLBOARD

GALVANIZED METAL
STUDS AS SCHEDULED

INSULATION AS SCHEDULED
FOR WALL TYPE

PREFINISHED ALUMINUM AUTOMATIC
DOOR SYSTEM

5/8" GYPSUM WALLBOARD

EQ
.

4"
EQ

.

STEEL TUBE - SEE STRUCTURAL

5/8" LEAD LINE GYPSUM WALL
BOARD WITH LEAD SHEET LINING

GALVANIZED METAL ANGLES
FASTENED BOTH ENDS, SEE

STRUCTURAL

CONTINUOUS
SEALANT (ALL SIDES)

2 PIECE PAINTED HOLLOW
METAL FRAMEDOOR AS SCHEDULED

4" GALVANIZED METAL STUDS

4" 18 GA GALVANIZED METAL
DOUBLE STUDS AT JAMB

3 5/8" GALVANIZED METAL
STUDS @ 16" O.C.

5/8" GYPSUM WALLBOARD

GROUT FRAME SOLID

GALVANIZED METAL ANGLES
FASTENED BOTH ENDS, SEE

STRUCTURAL

CONTINUOUS
SEALANT (ALL SIDES)

2 PIECE PAINTED HOLLOW
METAL FRAMEDOOR AS SCHEDULED

PROVIDE 4" 18 GA
GALVANIZED METAL STUD
HEADER ACROSS OPENING

GROUT FRAME SOLID

5/8" GYPSUM WALL
BOARD WITH LEAD

SHEET LINING
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DOOR DETAILS

4239

3" = 1'-0"AS602

1 H.M. FRAME HEAD DETAIL

3" = 1'-0"AS602

2 H.M. FRAME JAMB DETAIL

3" = 1'-0"AS602

5 INTERIOR CMU DOOR HEAD DETAIL

3" = 1'-0"AS602

6 INTERIOR CMU DOOR JAMB DETAIL

3" = 1'-0"AS602

9 EXTERIOR HM DOOR HEAD DETAIL (CMU WALL)

3" = 1'-0"AS602

10 EXTERIOR HM DOOR JAMB DETAIL (CMU WALL)

SCALE: 3" = 1'-0"

0 2" 4" 8"

3" = 1'-0"AS602

11 INT. AUTOMATIC SLIDING DOOR TRANSOM HEAD

3" = 1'-0"AS602

12 INT. AUTOMATIC SLIDING DOOR SILL DETAIL

3" = 1'-0"AS602

13 INT. AUTOMATIC SLIDING DOOR TRANSOM DETAIL

3" = 1'-0"AS602

14 INT AUTOMATIC SLIDING DOOR JAMB DETAIL

3" = 1'-0"AS602

4 LEAD LINED JAMB DETAIL @ CORNER CONDITION

3" = 1'-0"AS602

3 LEAD LINED HEAD DETAIL @ CORNER CONDITION
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